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Make sure the clips are properly

pushed togheter when mounted
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ATTENTION

RED + Purple +
White + Gray signal
cables has to be
isolated if not used.

Cable 2-wired
Brown Line 230Wac
Blue Meutral 230Vac
Cable 3-wired
Brown Line 230Vac
Blue Neutral 230Vac

Ground

Green/Yellow

Cable 5-wired

Brown Line 230Vac
Blue

Green/Yellow Ground
Black

White

Meutral 230Vac

0-10V dim + / Dali +

0-10V dim - / Dali -

not connected

Black and White cables has to isolated if

Brown
Blue
Red

Purple

Cable without ground and with signal cables

White or Gray

Line 230Vac
MNeutral 230Vac
12V signal cable
0-10V dim + / Dali +

0-10V dim - / Dali -

Red, Purple and White or Gray cables has to isolated if not

connected

Cable with grou

Brown

Blue
Green/Yellow
Red

Purple

White or Gray

nd and signal cables
Line 230Vac
Meutral 230Vac
Ground
12V signal cable
0-10V dim + / Dali +

0-10V dim - / Dali -

Red, Purple and White or Gray cables has to isolated if
not connected




